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Send To:  

Christopher Smiley  

IAPMO 

Hickory Creek Drive Suite 220 

Mokena, IL 60448 

708-995-3006 

 

                                                                                                                                                                                                                                    

Result:  Passed      Date: 04/09/2020 

 

Customer Name: CBTech USA 

Tested To: Standard 53 – Organic Compound Reduction Testing  

Description: Inline Filter #CB Extra 

Test Type: Qualification 

Project Manager: Jaime Young 

 
 

 

 

 

Thank you for having your product tested by QFT Laboratory, LLC. 

Please contact your Project Manager if you have any questions or concerns pertaining to this report. 

 

 

Report Authorization     Jaime A. Young            Date: 04/09/2020 

   Jaime A. Young  

   Lab Director 
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NSF/ANSI Standard 53 Organic Compound Reduction: Passed 

 

 

Manufacturer’s Name: CBTech USA 

Product: Plumbed in without reservoir 

Filter Capacity: 750 gallons 

Cycle: 50/50 

Flow: 0.7 gpm 

Conditioning Procedure: Flush for 30 minutes 

Physical Description of Sample: Inline Filter 

Performance Indicator Device: Yes, test to 120% Capacity  

Trade Designation/Model Number: CB Extra 

Unit Volume: 0.8 L 

Test Description: NSF/ANSI Std. 53 – Organic Compound Reduction Testing   

Performance Standard: NSF/ANSI 53 – 2018 

Pass/ Fail Criteria: Single Product allowable concentration <3 ug/L 

Decision Rule: Simple Acceptance based on the NSF/ANSI 600 – 2018 standard limit 
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1,4 Dioxane Filter 1 Reduction Chart 

 
Sample 

Point 

Influent 1 

Concentration in ug/L 

Effluent 2 

Concentration in ug/L 

1,4- Dioxane % 

Reduction 

10 UV 151 <0.1 >99.99% 

50 gallons 151 <0.1 >99.99% 

100 gallons 149 <0.1 >99.99% 

150 gallons 148 <0.1 >99.99% 

200 gallons 151 <0.1 >99.99% 

250 gallons 151 <0.1 >99.99% 

350 gallons 152 <0.1 >99.99% 

450 gallons 144 0.1 99.96% 

550 gallons 152 <0.1 >99.99% 

650 gallons 150 <0.1 >99.99% 

750 gallons 147 0.59 99.60% 

850 gallons 148 0.68 99.54% 

900 gallons 154 0.77 99.50% 

 

1,4 Dioxane Filter 2 Reduction Chart 

 
Sample 

Point 

Influent 1 

Concentration in ug/L 

Effluent 2 

Concentration in ug/L 

1,4- Dioxane % 

Reduction 

10 UV 151 <0.1 >99.99% 

50 gallons 151 <0.1 >99.99% 

100 gallons 149 <0.1 >99.99% 

150 gallons 148 <0.1 >99.99% 

200 gallons 151 <0.1 >99.99% 

250 gallons 151 <0.1 >99.99% 

350 gallons 152 <0.1 >99.99% 

450 gallons 144 <0.1 >99.99% 

550 gallons 152 <0.1 >99.99% 

650 gallons 150 0.36 99.76% 

750 gallons 147 0.18 99.88% 

850 gallons 148 0.42 99.72% 

900 gallons 154 0.63 99.59% 

 

Reporting Limit 0.10 ug/L 

 
Water Characteristics Filter 1 and Filter 2 

 
Sample 

Point 

pH (7.5±0.5) Temperature 

(20±3ºC) 

TDS 

(200 to 500 mg/L) 

Turbidity 

(<1 NTU) 

10 UV 7.2 19.0 247          0.2 

50 gallons 7.2 20.5 249 0.3 

100 gallons 7.3 20.5 250 0.5 

150 gallons 7.5 20.0 245 0.4 

200 gallons 7.1 19.0 251 0.2 

250 gallons 7.2 19.0 249 0.3 

350 gallons 7.1 20.0 247 0.2 

450 gallons 7.2 20.0 257 0.3 

550 gallons 7.3 20.0 261 0.4 

650 gallons 7.2 20.0 263 0.3 

750 gallons 7.1 19.0 261 0.4 

850 gallons 7.1 20.0 261 0.3 

900 gallons 7.2 20.0 262 0.4 

Average 7.2 19.8 254 0.3 
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Filter System Tested 

 

 
 

 

Disclaimer: The test results are only related to the filter cartridges tested, in the condition received at the 

laboratory. 
 

Jaime A. Young 
Jaime A. Young  

Lab Director 

 


